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1. Purpose. Thl.q letter provides basic criteria and information pert~inlng to the incorporation of
sustainable design concepts in the design and cons[ruction of Military facilities.

2. Applicability. This letter applies to.all HQUSACE elements and USACE commands having
Army milltary contraction and design responsibility.

3. References. See Appendix A.

4. Distribution. Approval for public release; distribution is ~mllmited.

5. Objective. Sustainable Design is the design, construction, operation, and reuse/removal of the
built environment (infrastructure and buildings) in an environmentally and energy efficient
m~nner. The major tenet of stu~tAinable design is to meet the needs of the present without
compromising the ability of future generations to meet their own needs. Synonymous with
Sustainable Design is "Green Building." Sustainable design includes effleient use of natural
resources, better pefforrnlnE, more desirable, and more Rffordable {nfra~[racture and buildings.
Sustainable design incorporates the energy efficiency concerns of the 1970’s with the concerns in
the 1990’s related to d~mage to the natural environment; emissions of greenhouse gases and
ozone depleting chemicals; use of Hmlted material resources; management of wator as a limited
resource; reductions in eons[raetion, demolition and operational waste; indoor environmental
quality; and occupant/worker health, productivity and satisfaction..Th{~ ETL provides designers
with guidance On sustainable design for the design and construction of all new Army facilities,
and the rehabilitation/renovation of existing facilities.

6. Action. The guidance in Appendix B to thi~ technical letter will be used for planning, design
and construction of Army facilities to incorporate Sustainable Design or Green Building
concepts.
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7..Imp]emcntation. This technical letter will have immediate application, as defined in
paragraph 6c, ER 1110-345-100.

FOR THECOMMANDE~

3 Appendices
APP A - P~fcrcnces and Bibliography
APP B - Sustainable Design for Military

Facilities ̄
APP C - Green Building Criteria

Updat~ Program (GBCUP)
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1. Referenced Laws, Re.qulations And Publications

a. Alternative Motor Fuels Act (AMFA) of 1988, P.L. 100-494 (42 USC 6374).

b. Energy Policy Act (EPACT), P.L 102-486, December 1992.

c. National Environmental Policy Act (NEPA) of 1969; as amended by P.L. 91-190,
42 U.S.C. 4321-4347, January 1, 1970; P.L 94-52, July 3, 1975; P.L. 94-83, August 9,
1975, and P.L. 97-258, D4(b), Sept. 13, 1982.

d. National Pollution Discharge Elimination System (NPDES), established by Clean
Water Act, 33 U.S.C. Chapter 26, established 1972 and as amended.

e. Executive’Order 12873, Federal Acquisition, Recycling~ and Waste Prevention,
signed on August 6, 1993.

f. Executive Order 12902, Energy Efficiency and Water Conservation at Federal
Facilities, signed on March 8, 1994.

g. Executive Memorandum, Environmentally and Economically Beneficial Practices
on Federal Landscape Grounds, signed on April 26, 1994.

h. Technical Manual 5-803-13, Landscape Design and Planting

i. Technical Manual 5-803-14, Site Planning and Design

j. MIL-HDBK 1165, Military Handbook, Water Conservation.

k. Engineering Regulation (ER) 1110-345-100, Design Policy for Military
Construction.

I. Comprehensive Procurement Guidelines I (CPG !) for Products Containing
Recovered Materials; Final Rule [60 FR 21370, May 1, 1995].

m. Comprehensive Procurement Guidelines II (CPG II) for Products Containing
Recovered Materials; Final Rule [62 FR 6096, November 13, 1997].

n. Recovered Materials Advisory Notice I (RMAN !); Final Notice of Availability, [60
FR 21386, May 1, 1995].

o. Recovered Materials Advisory Notice II (RMAN II); Final Notice of Availability, [62
FR 60995, Nov 13, 1997].

p. American Society of Heating, Refrigerating and Air-Conditioning Engineers
- ASHRAE) Standard 62-1989, Ventilation for Acceptable Indoor Air Quality.
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q. Federal Recycling Guide for Waste Prevention, Recycling and Buying Recycled,
EPA-904B95007, USEPA Region 4 Library, 345 Courtland Street, N.E., Atlanta, GA.

r. Illumination Engineering Society of North America (IESNA), 120 Wall Street, New
York, NY.

s. Leadership in Energy and Environmental Design (LEED) Building Rating System,
U.S. Green Building Council, 90 Montgomery St., Suite 1001, San Francisco, CA.
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a. Recommendations for Incorporatin.q Green Buildin.q Concepts in USACE
Guidance Documents, Prepared by the Civil Engineering Research Foundation (CERF)
for Headquarters, U.S. Am,y Corps of Engineers, Washington, DC, 1995.

b. Sustainable Buildin.q Technical Manual-Green Buildinq Desi.qn, Construction,
and Operations. Prepared by Public Technology, Inc., for the U.S. Green Building
Council. Sponsored by U.S. Department of Energy and U.S. Environmental Protection
Agency, 1996.

c. U.S. Air Force Environmentally Responsible Facilities Guide (Draft), Prepared by
Hellmuth, Obata & Kassabaum (HOK), Inc., for the U.S. Air Force Center for
Environmental Excellence, Brooks AFB, San Antonio, "I’X, 1996.

d. Sustainable America: A New Consensus for Prosperity, Opportunity, and a
Healthy Environment for the Future, 1996, The Presidentl~ Council on Sustainable
Development (PCSD). US Government Pdnting Office, Superintendent of Documents,
Washington, DC 20402-9328.

e. Sustainable Communities: A New Desiqn Synthesis for Cities, Suburbs and
Towns, 1986, Sierra Club Books, PO Box 7959, San Francisco, CA, 94120-7959.

f. A Sustainable World: Definincl and Measurin.q Sustainable Development, 1994,
International Center for the Environment and Public Policy, P.O. Box 189040,
Sacramento, CA 95818.

g. Community Enerqy Workbook: A Guide to Buildinq a Sustainable Economy,
1995, Rocky Mountain Institute, 1739 Snowmass Creek Road, Snowmass, CO, 81654.
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1. Background.

a. On August 6, 1993 Executive Order 030) 12873, "Federal Acquisition, Recycling, and
Waste Prevention," was signed. Section 401 ofth~ E.O. states that "In developing plans,
drawings, work statements, specifications, or other product descriptions, agencies shall consider
the following factors: d;m~nation of virgin material requirements; use of recovered m_~tefials;
reuse of product; ]Jfe cycle cost; recyelability; use of environmentally preferable products;
prevention (including toxicity reduction or e]imlnation); and ultimate disposal, as appropriate."
The EO also ~ted the Environmental Protection Agency 03PA) develop guid~ce to help
federal agencies incorporate environmental preferability into their purchasing procedures;

b. In response to EO 12873, EPA developed Comprehensive Procurement Craidellnes (CPG
I and I~. These are the ~rst formal regulations implementing sustalnAbility requirements. The
companion Recovered Mate6als Advisory Notices (RMAN I and If’) contain EPA’s
recommendations for pureha~ng all items designated in the finnl CPGs. Currently, EPA h~
designRt~-d 36 items that arc, or can be, manufactured using recycled and recovered materials.
Construction, landscape, park and recreation products are among the desitrnated items. Federal
Agencies are required to purchase EPA-designated items meeting minimum recycled-content
standards unless they are not available within a reasonable period oft;me; fail to meet reasonable
specifieati.on standards; are not available from two or more sources (to maintain competition); 
are unreasonably priced (5% higher than comparable non-recycled products). Reeycled-contem
purchase requirements arc discussed in EPA’s "Federal Recycling Guide for Waste Prevention,
Recycling and Buying Recycled."

c. On March g, 1994, EO 12902, "Energy Efficiency and Water Conservation at Federal
Facilities," was signed. This E.O. mandates that agencies improve energy efficiency and water
conservation in federal buildings and increase investments in solar and other types of renewable
energy. Section 306 states that "Each agency involved in the con~Uaetion of a new facility that
is to be either owned by or leased to the Federal Crovernment shall design and construct such
facility to mi’n’}m’h,C the life cyde cost of the facility by 1.161i~n~ energy efficiency, water
conservation, or solar or other renewable energy technologies." The EO is designed to me= and
exceed provisions for federal energy and water efficiency that were contained in the ~nergy
Policy Act of 1992 (EPACT). EPACT contains several major energy efficiency regulatory
provisions. EO 12902 exceeds F.PACT rexluimments by requiring federal agencies to establish a
conservation program that will reduce gross square foot energy consumption in existing facilities
by 30 percent by the year 2005. EO 12902 requires federal agencies to prioritiz= facility audits,
improve efficiency at facilities previously exempted by EPACT, incorporate efficiency
provisions into new and existing leases, minimize the use of
petroleum-based fuels, specify showcase buildings, purehsse energy-efficient products, and
report wat~ consumption annually.

B-1



ETL 1110-3-491
30 Jun 98

2. Defi~tion.

a. Sustainable Design (Green Building) is the desi~; contraction, operation, and
reuse/removal of the bu~]t.c=lvironrn~lt (~n~rUCtl~e as WeU as buildings) in an
auvironmentally and energy eff;cient manner. Sustainable Design is meting the needs of today
without compromising the abLlity of futm~ generations to meet their needs. Sust~;n~hle Design
includes not only eff;cient use of natural resources, but it can also tr~n~1~tc into be~:r
perfoi,~.nce, desirability, and affordability.

b. Sustainable Design incorporates the energy concerus of the 1970’s with new concerns in
the 1990’S, incb~di-g damage to the natural enviro-ment; emlssious of greenhouse gases and
ozone depleting chemicals; use ofllm~ed m~terial resources; ma.~gement of water as a llmlt~l
resource; reductions in waste; indoor environmental q.~llty; and occupant/worker health,
productivity and ~t;~sction. Ideally, we would only use resources in the built environment at
the speed at which they naturally regenerate, and discard them at or below the rate at which they
"could be absorbed by natm-al ecological systems.

c. While the ideal may not be achievable at present, those involved in designing,
cons~uc~-~ operating, maintaining, and retiring the components of the built environment, such
as the U.S. A~cuy Corps of Engineers CUSACE), can take steps now to mA~rniTe energy
efficiency and rnl.lm~Te environmental impact. Cceen Building goes beyond s/topic green
products and recycled materials. Green Bufldl-g is an environmental consciousness or resource
awareness about using or not using our val,_,~ble ~,,-zl resources in an energy-conscious or
conservative way. Thi~ is an ;mportant concept. It is an a~tude about applying sound design
principles and practices to create a built environment, Which optimizes the functionallty and
operability of the total system while incorporating mstaimble design principals.

3. Goals and Objectives of Sustainable Desi~l.

a The overall USACE goal of Susta/nable Design is to be environmentally responsible in
the delivery of facilities. The key traditio-A! dements for decision making in the facil/ty
delivery process are cost, q,,R1;ty aud’~me. These elements need to be expanded to include the
ecological and human health impacts of all decisions.

b. Each project generates its own set ofgoals.. However, sustainable design goals should
apply to all projects. The goals for improving the environmental performance of facilities
include: (a) use resources efficiently and ml.im;~ raw material resource cons-mpfion, includl.g
energy, water, land and m,~ both during the consm~on process and throughout the life of
th¢ facil~y, (b) maximize resource reuse, while r..;.~i.in~ fin.-cial stewara~ip, (c) 
away from fossil fuels towards renewable
energy sources, (d) create a hc:althy and productive work environment for all who use the
facility, (e) build facilities of long-term value, and (f) protect and, where appropfi_~te, restore 
natural enviro-ment.

c. Identify environmental goals and requ/mments from paragraph 3A and 3B above to be
implemented during the design process, and include them in the project development document.
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Consider using the U.S. Crreen Building Council’s Leadership in Energy and ~:nvironmental
Design (LEEr)) Building Rating System as outline of C~lvironmentaJ pe~ov,mnCe targets for
the project. Intet~=te into the project planning and goal setting process applicable requirements
from the installation Pollution Prevention 0>2) Program Make decisions during the planning
and design process to support installation-wide reduction in the release of ozone depleting
chemicals (ODC) and greenhouse gases; reduction in the use ofh.Turdous materials and
pesticides, and the generation of solid wast=s; and support the EPA 33/50 Program (a voluntary
program taxgeting 17 chemicals for reduction).

d. Where possible, budget for environmental and energy-efficient equipment, systems, and
design solutions based on life cycle cost assessment (LCCA). Consider potential for cost.
effective use ofphotovoltaics, on-site wastewater treab~ent, and grayv~*~r systems. C~nerally
the potential for these is greatest in remote areas. Where those technologies show promise,
include as special requirements "m the project description, and budget accordingly.

e. Consider establishing a solar amount (SA) in the budget to fund passive and/or active
solar strategies. SA ~ apply only to those features that prove to have a good savings based on
LCCA. While developing the DDI391, identify Rmd;ng sources for en-vironmen1~l items that
cannot be addressed within the l~’ogrRmmed Amount (PA). If the project is a renovation,
consider the use of MCP Energy Cons~tation Inve~iment Program (ECIP) funds. Pollution
Prevention (P2) funds may be available for some environmental initiatives which con~zibute 
P2 goals. Budget for ~ Systems CommissioR~Bg and for the preparation of O&M Manuals,
and identify by Hne item in approved DD Fondu 1391.

4, Pmiect Design TeAm.

a. Only through an interdisciplinary approach can role sust.;..hility be achieved.
Technical Man,ul 5-803-14, Site plann|ng and Desi~; describes the desJL,~ team. Guidelines set
forth in the .Ak-~ on Installation Support should be followed in est~Mlshing the design te~m The
rrml<eup of the team will be detev,,;ned by the particular type of project, but members must
achieve a common understanding of environmental and energy conservation concerns. ¯ All
members of the design team should participate in initial goal setting and should also attend the

¯ design champ,

b. Set clear and specific envirotm~cntal and energy conservation go,ls for the project.
Quantify goals wherever possible; forexample, energy use, water use, allowable levels of
volatile organic compounds (VOC) em;~sions, etc. The Enviro-mental members of the design
te-~rn shall educate the entire team about opport~m~fies for incorpo~g sustainable desiL,~

5.. Planning and Site Selection.

a. Use the procedures described in Technical Man.~ 5-803,14, Site Planning and Desi~
to analyze the site. In addition, when planning and selecting a site, the following should be
considered to m~nimiT, envil’onm~tal impacts: (a) renovam and rouse existing buil#tings, where
possible, Co) leave pristine areas untouched and mln;m~ d!~Xurban~ to wildlife h~hitats, (c)
give priority to and build on previously disturbed or dam=god sims, and, where possible, restore
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damaged areas, (d) mlnlrn;Te transportation requirements for the Izan-eport of goods and services
and for employee, occupant, or customer commuting, (c) max~miTc existing transportation links,
especially public transit, and minlmiT.e ,’,~e need to build new links, and (I") max;miTe cluster
development strategies to reduce disturbance of open areas and reduce utility and transportation
costs,

b. Review the established Installation M~ter p]~n~ Installation Design Guide, general
planning g~dc|ines, or sub-installation area development p]nn~ to e~ an optimal coordinated
site selection, as described in Technical Man-Rl 5-803-14. Rank alternate sites for the proposed
project based upon a comparative analysis of the issues. Consider the potevt~,! environmental
{mpacts the proposed ;mpmvements will have on the surrotmfling environment, neighboring
communities and cultural resources. Review the Environmental Impact Statement (EIS), and
pay particular attention to impacts of decreased water quality, increased storm water runoff~
increased erosion potential and ambient air q~ml;ty. Ensure compliance with the National
Environmental Policy Act (NEI~A). Consider the reuse or rehabilitation of an existing previously
developed sits rather than altering undisturbed raw land, ffan exk~ng base is not to be utiHT~d
for the proposed improvements. Consider the location of the proposed sits in relation to existing
fac~tieS to mlnlmiT¢ tr~n~:~on requirements and to provide opportnnifies for shnred USe of"
common areas wherever possible. Understand the re{ere-climate of each site and identify which
sites have the best potential for sustainable design based on temperature, humidity, wind and
solar orientation. Consider each site’s potential for producing alternative fo~,,,~ of electricity.
For example, remote g~mrd shacks may be good candidates for the use of photovoltaics.
Consider the vegetation and topography of each site and identi£7 which site would re.quire the
]east amount of d~’uption ill order to accommodate the proposed improvements. Consider the
geology and hydrology of each site and identify which sites are most suitable for the proposed
improvements. Avoid development of sites that would adversely affect wamrsheds. Consider
any potential for cleanup (In.~llation Restoration Program) requirements for the site.
Understand the ecology of the site in order to identify natural habitats that may be c~d~ngered
through its development, and select a site on which the proposed improvements can be
developed in a manner that maintains the existing ecological balance.

6. Site Develo ment.

a. The project site should be developed as described in Technical Mm~,l.1 5-803-14 and
within the following guidelines ~ ensure ml.lmum environmental disturbance: (a) protect site
natural resources, such as water, soil, veget.~on, natural amenities, etc., (b) place infrasmmure
and buildings on the site (cluster buildings, where poss~le) to minimD~ disturbance, preserve
open space and environmentally sensitive areas, and to make beneficial use of renewable
resources (sun, wind, rain snow, etc.)., and (c) maximize the use of existing site conditions 
as: natural drainage patterns, natural vegetation and soils, clean air, etc.

b. A complete site survey and soils report should be produced as described in Technical
Man-nl 5-803-14. Include watersheds, drainage areas, stream corridors, wetlands, aquifer
recharge zones, hundred year flood plains, special vegetative areas, and a tree survey (include

_ location, genus and species) of all trees sized 15 cm DBH (diameter breast height) or greater.
Identify locations of any special cultural or archaeological sites. Document all information on
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site analysis drawings. Test site radon levels if the region has potential for radon contamination.
Develop a plant list to be used during the design process that identifies acceptable native plants
and other plants that are suitable for use on the site based upon existing climate, soils and
ecology and pest and disease considerations, as described in Technical Manual 5-803-13,
Landscape Design and Planting.

7. Sustainable Design and Cor~tLuction of the Built Environment.

Design and construction of sustainable buildings should be in accordance with the following
concePtS:

m S~’atsgic FacLllty Planning and Programming-Analysis to dets~-,ine whether to renovate
or build new, sell existing facilities or lease, consolidate or dccentraliT¢, is critical to ensuring
long-teem viability, resource conservation and iife-cyde cost benefits;

b. Sits Work and Planning-Environmentally sensitive planning looks beyond the boundary
of the project sits to cv.Mnats llnkages to tr~n.B~ortation and infra~tracturc, ecosysts,~,~ and
wildlife b-bimt and community identification. Sire planning evaluams solar and wind
orientation, local microclimats, drainage patterns, utilities and existing sits features to develop
optimal siting and appropriate low maintenance landscape plant material;

c. Buildlnz Layout and Design-0ptimize building size, and maintain an appropriate
build{ng scale for the environment and context of the bui]dlng or a building component. Layout
the room q of a building for energy perfo~ ,,ance and comfort, and design for standard sizes to
mlnimiTa:mn)~-ial waste. Pay careful attention to the location of extsrior windows. Avoid
~kuctural over-design and the resultant waste. Design components of the built environment for
durability and ease of adaptation to other uses, and for waste re.cycllng.

t"

d. Energy-Building orientation and massing, natural ventilation, day-lightlng, shading and
other passive strategies, can all lower a builcling’s energy demand and increase the quality of the
interior environment and the comfort and productivity of occupants.. The efl%i~ncy of required
syste~.~ is mawlmiT~d through use of advanced computer modding and life cycle cost analysis;

e. BuiJd;n~ Materials-Environmentally preferable bui]dlng materials am durable and low
malntenanc~. Within the paramcts~ ofperfozmance, cost, aesthetics and availability, careful
selection and specification can limit impacts on the environment and occupant health;

£ Indoor Air Quality-lndoor air qnality is most effectively controlled through close
coordin~tion of architsctu~, intsriors and MEP design stmmgies that llmit sources of
contamination before th~ entsr the builcllng. Consmgfion precedures for IAQ and
post-occupancy user guides also con(zibum to good long4crm IAQ;

g. Water-Sits design strategies that max-lmi:,, natural Rltration of ralnwatsr and
consideration of on-sits biological treatment systems for bui]ding gray water and waste water can
enhance water quality. Water conscavation is enhanced by low flow plumbing fixtures, water
appropriate landscaping and EVAC and plumbing system design;
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h Recycllng and Waste Management-Waste and inefficiency can be ];m~ted during
con~t~ action by sorting and recycling demol/fion and con~ucfion waste, reuse of on-site
materials and monitoring of material use and packaging. Accommodating recycling into
building design reduces waste while generating revenues;

¯ i. Building Commissioning, Operations and Management-Effective build;ng
commi~ion;ng is essential to ensure proper and efficient functioning of systems. Facilities
operations benefit from the monitoring of indoor air qlla];ty and energy and water saving
practices, waste reduction and environmentally sensitive maintenance and procurement policies;
and

j. Sl~Iegic ~nvironmental Management-By integrating long-range environmental
considerations into their proactive planning process, manufacturing-based orga-;~tions (such as
/LMC) can eliminate emiRed or di._~:harged pollutants. Strategic environmental management
helps to understand and’assess environmental risks and oppor0mlties so users can make
info,,,ied docita’ons about their facilities and processes.

8. Ma~dm;~ng User Health and Productivity.

a. In order to maxlmiT¢ the health and productivity of inhabitants and users of susml.’n~hle
projects, the follov, d’ng guidelines should be followed to the maxlm~lm extmlt practicable:

(1.) Pay particular a_ttention to indoor air qual/t7, i.e. minimize radon entry, exposure 
electromagnetic fields, pesticides, products that release formaldehyde and volatile organic
compounds, and other "sick building" factors, and

(2.) Provide adeq, l.,,-, efficient lighting, and where possible, incorporate into design of 
building: day lighting, natural vantilation, views, greenery and other indoor environmental
amenities.

O.) Provide effective air di~-tdbution patterns and ensure th,t temperature and hnm;dity
comply with e~s’dng Corps criteria.

b. Use existing Corps criteria as well as ASIIRAE Standard 62-1989, Ventilation for
Acceptable Indoor Air Q,,llty, as a design guideline. Document IAQ related site character~cs.
In urban, industrial or other areas with posst’ble air qnallty problem~, test ambient air q~mllty on-
site. Typical fzcility-reht_~ air pollutant em;~sions sources to be addressed include aircraft
operations, motor vehicles, energy generators and boilers, incinerators, indu:skial proceSSes (such
as platlng, spray-painting and abrasive blasting), volatile fuels and solvents, jet and rocket engine
test facilities, asphalt/concrete plants, wastewatcr treatment facilities and bakeries and laundries.
Determine air filtration requirements and ensure th,t the requbcments of CEOS 15895, Air ’
Supply and Dism~ution System, are met Consider air filter ab.-.~ to notify building
maintenance personnel so that excessive static pressure does not develop and compromise

- efficiency. Dete~,-;ne fresh air rates based on ASHKAE S tan~,d 62-1989 and other Corps
criteria. Do not underestimate occupant dmsities. Consider programmed number of occupants
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plus visitors and plan for possible future requirements.

9. DesiRning for EnerRy Efficient Operation.

a. Sustainable design requires the use of energy effMent equipment and systems, such as the
following:

(I.) Use high levels of ;-.mlation, tight consU’nction, high-perfo~-,.-ce windows (superior
;n.~ulating value), and g]~ng with low solar heat g,;n Cm appropriate CHmateS).

(2.) Make use of renewable energy sources, i.e., passive solar heating, natural cooling 
ventilation, day-lJghfiug, photovoltaic electrMty production, etc, where life cycle cost effective.

(30 Use energy conserving mcch~.;cal and elcctrlcal equipment and their accessories, as
well as lighting, that meets or exceeds’e~g Corps criteria. Investigme the use of cleaner fuels
such as nattu-al gas and cogenerafion where remote government owned power plants are
available.

b. ~n.cxn-e that the design methodology and other energy conservation criteria of Chapter 1 I,
Architectural and Engineering In~t[actions-Design Criteria, are followed or exceeded, inclvd~ng
the selection of equipment and systems based on life cycle cost and compliance with energy use
budgets. Consider the use of low energy consuming systems such as geothe~.,~1 heat pumps,
desiccant cooHn~ and thermal storage, as well as equipment that exceeds the m~n’~mtrm energy
efficiencies contained in the CEGS and other Corps criteria.

c. C’ather information on the cllmate including temperatu~, humidity, insulation, wind,
precipitation and other weather anomalies. Identify aspects of the micro-cl;m.te th.t create
opportunities for energy conscu’vation such as solar orientation for passive and/or active sol~
strategies, and topography or vegetation for shRae and windbreaks. Explore energy sources
available at the site. Identify opport, m;ties for the cost-effective use of alternative energy
resources such as photovoltaic panels, wind, biofuels and geothermal. Review utility rote
~kuctums and identify demand charges. Evaluate potential for utility rebates. Investigate
building usage patmras and occupant lo~,~;.g rates for optimum conditions.

Ck Dctra,,,ine lighting levels for all programmed areas based on Illum;n.fion En~neering
Soci~y (IES) l"~oommcI1dations. Consid~,T lig.h~.Ixg s11"a~gy when do~J i,,~n~n~ foot-candle levels
(e.g., uplighting, downlighting, etc.). When task lighting is anticipated, reduce ambient lighting
levels accor~;ngly. Dcte,..;n¢ plug lo.ds for energy modeling purposes based on the probable
usage. Consider difference between energy surge during equipment start up and acW.1 energy
usage of equipment, and factor in diversity to reflect actual number of extuipmcnt users at any
given 6me. Plug ]o~ds am commonly overeslimated, l~equire OFHce equipment and appliances to
meet the requirements of the EPA Energy Star program
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10. Manaqement of Water as A Limited Resource.

a. Water is one of our most important life sustaining resources; with potable water being
critical in much of the U.S. Sustainable Design requires careful consideration &the following:
(a) utilize xeriscape design principles, and water-efficient, low-maintenance, native landscape
materials, Co) uf;liT~, water-efficient plumbing fixtures, (c) design for the muse ofmlnwater 
"graywater" (water from showers, sinks, and washing machines) where permitted, and (d)
recycle sewage treatment plant sludge or minimiTe the environmental impact of its disposal.

b. The designer must evaluate the possibility ofeHmlnating pez~tnent irrigation system~
through the use of plant materials that are appropriate for the site’s climate and soils as described
in "I’M 5-803-13. If plant materials with supplemental water requirements are desired, limit their
use to a defined area and ~ efficient drip irrigation system q. The designer should evaluate
potential for rainwater retention or graywater recycling as described inTM 5-803-14. Analysis
.using LCCA is required ifsysWms were identified durln~ the planning phase. Ideal applications
are regions with limited ~,vater availability and where some landscape irrigation is desirable.

c. Since graywater reclamation and wastev~ater treatment facilities require regulatory
authority approval, initiate the permitting process as soon as the requlmment is known. Identify
the personnd who will operate and maintain the treatment system and obtnln their input before
selecting a systen~ Evaluate potential for cost-effective mechanical or biological on-site
wastevc~A~ treatment ofwastewater or runoff from paved areas. Analysis using LCCA is
reztuimd ffthese sysWm~ were identified during the Planning Pha~e. Ideal applications for
wastewater include facilities with high water use requirements and looalities where water
Ireatment is limited and/or costly. Ensure that facility siting is in accordance with the wellhead
protection phn of the installation. Devdop water-conserving criteria for plumbing fixtures.

d. At a minimum, the designer must use low-flow fixtures as described in CEGS 15400,
Plumbing, General Purpose, and CEGS 15405, Plumbing, Hospital. Evaluate requirements for
National Pollution Discharge Elimination System (NPDES) pe~iuitting, resulting from facility
operations or oonstruotion. Facilities and SiLr/Ol.Ulding area should minlraiTe potential for storm
water runoff and resulting erosion. ’"

11. Resource-Efficient Materials In Design and Construction.

a. The designer must incorpo~te Sustainable Design by investigating the following:

(1.) Consider the total life-cycle costs and environmental impact of products and mate~nl~
rather than just their initial price. Use durable products and mat~6al.~. Select materials with low
embodied energy.

(2.) Avoid environmentally harmful material.% i.e., those containing ozone-depletlng
chemicals or releasing gaseous pollutants, to×in% etc. Also avoid u~H~dng excessive packaging,
where possible.

(3.) Buy locally produced materials to m~nlrnize the impact oftran.qporting them.
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(4.) Keuse salvaged materials, or use products made from recycled materials. Select
materials that can be recycled at the end of their use.

(5.) Use integrated pest management practices to reduce the use of pesticides that may
present a b,7~rd to humans and the environment. In selecting pest manzgement, preference
should be given to practices that mlnlmlz~ or ellminam the need for chem{cal applications.

b. Designers will specify a preference for recycled-content builclln~ m~t~’ials in accordance
with EPA Guidelines. Designers should identify locally manufacun’ed building materials and
products, and cream list of manufacturers/suppl/ers for the design te~m. Thiq process will
strc~m]~n¢ materials research during design, and will cnbunce early consideration of locally
manufacUn’cd types of products. This process will not be used to 1~m~t competition during
bidding. As an exception, the designer ofhlstoric building renovations will identify building
materials for renovation, etc. These materials are subject to the Secretary of Interior Standards.

12. Corps Of Engineers Green Building Criteria Update Program

a. In 1994, Rmd~ng was provided for a 5-year program for the Corps to develop and update
te~chn{cal gtti~nnCe and criteria for sustainable design and cons~action of A~my facilities. The
Corps has taken a comprehensive, ground-up approach to sustainable design technology in
military construction. The Corps philosophy is to effect a fundamental and permanent change in
the way all military projects are designed and constructed as opposed to a project-by-project
basis. In order to in~tutiooaliT¢ sust,~n,ble design into Corps design procedures, we arc
revising current const~actlon guide specifications (CEGS) which are used to design and construct
ml]itary projects. We have called this our Grin Bulld{ng Criteria Update Program (GBCUP).

b. We currently have completed, or arc 6nalizing, nearly 60 constL~action guide
specifications, and approx{mately 30 technical/engineering manuals, engineering techn{cal letters
and {n~tractions, covering sustainable design principals. Together, these provide a solid basis for
incorporat~n~ a wide range of Green construction products and services into Corps projects,
including: ̄

0 Floors, carpets, walls, doors, CCillngs and roofing systems, including insulation and painting-
Asscssmant of reusability, solid waste generation, and indoor air qmlity.

0 !~4A~onry, stucco, lathing and plastering-Environmental characteristics of recycled and
composit~ materials.

0 Metal studs in load-bearing wails as a substitu~ for wood.
0 Scrap tlre chips and cement and asphaltic concrete in pavcments--Elimlnafion and use of

waste mat~4mls.
0 Bottom ash used as 611~ and was~ materials in pavements-reusing constraction waste

m:eT.e~nl ~:,

Recycled plastic composite railroad ties.
Recycled site furnishings and playground equipment.
~ncrgy efficient HVAC controls, radiant heating system~ and desiccant cooling system~.
Water and energy conserving plumbing fixtures.

B-9
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For a List of criteria projects in the GBCUP, sec the Table in Appendix C.

13. List of Su.~nablc Design and Green Building Organizations

a. In-~titute for Sustainable Design, Uniwrsity of Virglnla, Charlottesville, Virginia, 22903.

b. Center for Sustainable Technology, Con~huction Research Center, C~orgia Institute of
T~hnology, 490 10th St N’W, Atlanta, GA 30332-0519.

c. Centre for Su.C,~b~,hle Design, Faculty of Design, Surr~ Institute ofA_n & Design,
Falkner Road, Farnh~m, Surrey, GU9 7DS, United Kingdom.

Natural Resources Defense Council, 40 West 20th Street, New York, NY 10011.

U.S. Green Building Council, 90 Montgomery Street, Suite 1001, San Francisco, CA

f. Context In-etitute, PO Box 946, Langley, WA 98260.

g. CentcT of F_.xcellenc~ for Sustainable Development, U.S. Departmeut of Energy, Office of"
Energy Efficiency and Renewable Energy, Denver ~giona] Support Off:ice, 1617 Cole
Boulevard, Golden, CO 80401. -

h. Center for Environm~atal Design Research, 390 Wurster Hall, Berkeley, CA, 94720.

]. Green Building I~foL’-’,afion Council, Dr. Ray Cole, University of British Columbia, BC,

j. Design C~nt~ for Appropriate Technology, PO Box 41144 Tucson, Ar;7on~ 85717.

k. Engrgy Efficient Builders Association, 2950 Memo Drive, Suite 108, 1~nne.apolis, MN,
55425.

I. Passive Solar Industries Council, 1511 K Street, NW, Suite 600, Wash/ngton DC, 20005.

m. Cent~ for Building Sdu’~,e, Lawren~ B~rkele7 National Laboratory, I Cyclotron Rd,
Berkel~, CA 94720.

n. Sustainable Building Coalition, 3102 Breeze Terrace, Au.~n. TX, 78722.

O. Habitat for Humanity Intema~onal, 121 Habitat Stm~, ,a,m~icus, GA, 31709.

p. AIHanc~ to Save ~ne~I’g~j’, 1200 18th Stre~ NW, Suite 900, Wash{nc~,tol~ DC, 20036.

q. American Council for an Energy-Efficient Economy, 1001 Connecticut Avenue, N~7,

Suite 801, Wa.~h;ngton, D.C. 20036.

B-10



ETL 1110-3-491
30 Jun 98

r. Geothermal Resources Council, PO Box 1350, 2001 Second Street, Suite 5, Davis, CA
95617-1350.

s. Ecology Action, 5798 Pddgcwood Road, Wi]lits, CA, 95490.

t. Rocky Mount~~n In.~titute, 1739 Snowmass Creek Road, Snowmass, Colorado
81654-9199.
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ILeI[11

No.
i

I’ 2

I’UD
~Type
"IM

CEGS

CEG8

CEGS.!

I’UD
Number
5-814-4

15250

02273
02272
02271
02zzt
02222
02225
02241

5 CEGS Vadous

6 CEG$ 11301

7 CEGS 07220
07240 "
07510

8 CEGS

9 CEGS

10 CEGS

t 1 ETL
CEGS

12 ETL
CEGS

13 CEGS

14 CEGS

15 CEGS

16 CEGS

TIUe

Solid W~__q!e Irk3~;Jon

i
TT,~,,~I Insulation

Appendix C--b,..cription of work

G6or~
Seperatlon/Flitratlon Geotextlle
Waste Contaminant Geomembrane

"’-=,’,LMI, Flglng & G~.C~,;;;llng
Excevatlon, Trenching & Backfilling for Utlilly
Systems
Eadhwork for Roads, Raltmeds & Akflelds
P.ggr~_~!~ Base Coume

Roof Insulstlon
Extedor Insulation and Finish System .
Bullt-Up Roofing

09650 i R~_~;. F;,~.,,¢
09680 ’Carpet
09655 : RasllieM Athletic Roofing

09510 , Aoo~-;;,.~; C.~;,,,~=
09520 I Acoustical 1Nail TmMment
09950 Wall Covedngs

06100 Rough C;’;-P~;~;.,7"
06200 i Flnlah Carpentry

New Use of Scrap .Tim Chips In Pa~’~.,
New " ; Construntlon
New Recy~ F;r.~’.; Cc,,~..~.ae Rail Road Ties
2851
New

"-’" Site Farthings M:-,~ ~n Recycled Wasteiwumr

Material
SoU T~...~,.,,,,~ for S~,b~,,;,., ,,,,,,,
Termite Control
Cold Mb( ,~,~.I~. O2564

ETL 1110-3-491
30 Jun 98f i

i Descrlptlon of Work

Add creeds for developing solid waste recycling a/tamer/yes used in
’ Army :nc:,~.;.u= projects.

HQUSACE
Proponent
Fred Eub~.k
202-761-1128

¯ : Bob’DIAngelo’ Inch~e recycled ~lsufet~n materials hl Corps constaJction projects.
202-761-8619
Torrllann McDanlel A~ow the use of ~m."ytedgeotextlle materials ~n geonets, ,
202-76t-4363 ~epamtion/~ltmUon treatment units and waste contaminant

11 ml| IIJf mllq~.
Greg Hu~;~e~ Include crushed concrete as fill mstedal or a aubbase.
202-781-4140 Revfew ~ture, state regulations, FH~ and Bureau of

Redemedon guidance and ixoJecta at Coq~ Districts. Update
Corps guidence on excavation, Ire~chlng end backfll~ngab(:l

’ =afih~ork for ~o~,~s~ m;;,i,,,-Gs and ~-;~’,,:ids.
Revise minimum equipment efflclendes to reduce energy

" consu,,-~pUo..
Allow recycled materials in mass transfer packln9 unite, end

¯ environmentally ;,;w.G;y ;-Jr.r._~;ng r.g~n;~"

Tim Gordon
202-761-1773
T. MoDanlel

Rick Dahnke
202-76t-1203
D.S. GIm
202-761-0440
Amltava Ghosh
202-761-8603
Frank Norcmsa
202-761-O881
A. Ghosh
F. Norcroas

r
R. Dahnke

G. Hughes

G. Hughes

T. Gordon

Ed Racht
202-761.8818
E. Raobt

G. Hughes

Environmental characteristics of mstedala misted to roof and roof
Inaulagon will be detennlned, to Include recycled matedel content,

¯ m us_ablll~_~ sogd waste generation Indoor air quality and .e-cycle .
;ILL.

E~v;Vo.mental characteristics of matadala misted to ceramic tile,
cerpst and resilient flooring will be dstemnlned, to Include recycled
matedal content, reusability, solid waste generation, Indoor air

Environmental chamctedsUcs of materials related to ecoustlo
ceilings and wilts Wm be detarrrdned, to loc~nde recycled metedal
content, reusability, solid waste generation, Indoor sir quality and

’ life--~Tde ----~-:÷-:-~-,*=**L
Environmental characterlatlcs of recycled and composite carpentry
mstedala will be determ ned to Include stress grading for load
b~v.~;~g w,,~i~,L, erst luv.b,=~ hmvestlng~ and solid wastes
Develop a design procedure for the use of scrap tire chips In
I~ i i |~;i |f* wi i;~ 11 ~,J~K,II].

Allow use of recycled plastic composite railroad ties as a
replacement for wood ties.
Include new wheel type thermal storage systems, such as

- Englehed to reduce ;n~-~f ~;~umpGon.
I~ta recyc/ed vehlcel tlras, cement/concrete for patio blocks,
and p!~__~!~ for geot~w,k~
Incorpomta EPA recomrnendstlons for chemicals and recycled

! matedala.
I Update CEGS to tncfude recycling o(asphait concrete pavement
using In-plant and mobile plant cold-mixes.

Green Building Criteria Update Program (GBCUP)
C-1
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Item Pub Pub Title
No. HQUSACE ¯

Type
Descrlptlon of Work

Number Proponent
17 CEGS 11255 1". McDanlel Allow the mm of recycled/regenerated carbon materials

11301
Units
Air Stripping Systems ndsorpllon and stripping units.

18 CEGS U~ItIUU ruum~, Gm u~ii; R. Dahnke Investigate the use of ditemattve co¯tings In paint specifications to
¯ comply with new Ilmitatfons on VOC content In p~.;nt~.

19 CEGS i|--..

~,~p~,vmu,/Cu,,.u, and Data Ac(I~,=,.v,, Bob Fits Develop 6CADA CEGS for the control of electrical systems fo
(CADA) Symm 202-761-8626 maximize energy efficiency.

2O CEGS i=m_..
ev~ I MaIM Studs In Load Be,/.5~ Walls Ray Nnvidl Stqdy fo InveMIgate the I.~aof metal studs In bad bearing walls In

202-78t-0223 h~.U_ng P~_ ~PJction.
21 CEGS 02~35 Turf E. Ra~u Incorporate EPA recommendations for tedillzer chemicals into

02950 Trees, Shrubs, Ground Cover & Vines
02955

landscaping products Including hydraulic mulch end yam blmmlngs.
Crown Vetch

22 CEGS Sue Abu-Eid Guidance on evaluation of recycling and waste minimization effods
202-761-4539 for specific constmctlon projects.

23 CEOS 02596 : ~;~ F;,,.,,;,~ of Bitu;n;i-,~s Pav~,,~=,~L~ (In G. Hughes Update existing CEGS to Include hot-mix mcycitng and rename to
Race Hot Mix Recycilng) "In-Plane Hot-MIX Recycling’.

24 ETL LI--..
I’lZ;lm Bo~, Ash as F’,ow~.b;= Fig G. Hughes Allow use of bottom ash as flowabb fig or as a soil stabilizer.

25 ETL Lm--.. ~.;;’,..;,,,,c.~ G;~.~;,,g for Chillers T. Gordon DeveioP contracting procedure for prcoudng more energy efficient
chillers.

28 CEGS 055OO Mlsc~;;v,,~u,J= Metal R.Dahnke Induderecyded aluminum inhandm!ls.

27 CEGS U~UOU Playground Equ:p~,,,=~; E. Recht Incorporate EPA recommendations for recycled materials ncluding
02535 Playground Safety Smfadng veblcule tires, cement/concrete for patio blocks, and plastic for

~eotextiles.25 CEGS UIUZU Joint Se~.t,,r# R. Dahnko Investlgete environ characteristics of mcycied Joint sealers.

29 CEGS U~uTt R6i,~v:-; of U.,;=w,~nd Storage Tanks T. McDantel
1116-3-t79

Allow recydlng of used hydrocarbons and salvaged storage tanks.
Removal of Underground Storage Tanks

EM
3O ETL New Po;t;~v~, C=,;;~;. and/~p,~,~.~,;, Cohort= Allow recycling In-place of asphalt concrete (AC) and asphalt base

Recycled In Place as Base Come Material
i O. Hughes

(AB) and compare with virgin AC and AB materials.
31 CEGS 11242 Ch=.-,;;,:.,;; Feed S~o;,,,,o T. McDanlel Allow solvent Substitution In feed systems.

32 CEG8 08201 Wood C,,;,0,, R. Dahnke Environmental charactedstlca of mcydnd and compuelte Interior’
092OO Lathing & Plastering construction metedab will be determinnd to Include wood doom.
09225 Stucco stucco, lathing and plastering, and gypsum wallboard.
O9250 Gypsum Wallboard

33 CEGS U~I,IUU Co~-~-e;e for G..;;~;,~,IS (Flyasl;~) G. Hughes Incorporate flyash requirements In accordance with EPA guldeilnes.

34 CEGS 04~,uu M~-SOfiiy Charge Gutbedet Incorporate ilghtwelght concrete masonry units with high ityash
202-76t-4802 content.

Green Building Criteria Update Program (GBCUP) C-2



Item Pub Pub
No. Type Number
35 CEGS 03450

03550

36 CEGS ,03200
05120

37 ETL New

35 ]CEGS New

30 ETL 1110-1-162

1110"1-172
40 ETL New

41 ETL New
EM New

42 ETL New

43 ETL New

44 CEG8 Various

46 CEGS 15400
ETL New

47 El New
CEGS

49 El New

50 ETL New

5t - -

52 El& New
CEG$

53 EP New

54 CEGS 11500

Title

Appendix C---L,_ .ription of Work

HQUSACE
Proponent
Dan Chert
202-701..4912

D. Chen

Prscest A,,.;,;im~.ural C~c.-~te
Precesl/Preslrenad Concrete Floor & Roof
Units

Structural Steel

G. HughesLife Cycle Em,l,u.,,mntsl EvalueUon of
Buildings

_ L-.-.:,,,te Collection Syoae,,,= T. McDanlel

Checklist for H~.,,dous "¢,&,i;.e I.ir, d~ Cover T. McDanlel
Design
Geomembranes for Waste Containment

T. McDanlel

T. McDanlel

G. Hughes
Waste Cleanup AppflcMlons
W:-~;@ Material In Pavement Constrd~.

Use of C~.;,~..kmted Soil In Pa~a;,,,=,,= G. Hughes/L
Construction McDanisl

, Floor Radiant HooG.g S~ro;.:,,,: " "’ 1". Gordon

F;~-~b;,~--C~,i-~-; Purpose Dale Ottemess
DomeMIo Hot Water Requirements for Barracks 202-76%8621
Recital, q,1 & Rl,~=o of C~.~..=;.. Fine Fre,~;u.= C. Gutbadet

202-761-4802

Ray Navidl

J. McCady
202-701-8619

R,:,6;;~u System S~.:~c;;o.

HVAC Co~,’,-uls for Energy Efficiency

.... i
D. Genlll
202-761..8622

PM S~t~Mt Ray Navldl

Photo~,,;’u,,,. P~,v~ Systems John Taker
202-701<]825

Green Building Technology In ;;~J-~;ous T. McDanlel
Waste Cleanup

Air Pollution Control

Deecrlptlon ’of Work

ETL 1110-b--,u~
30 Jun 98

Investigate concepts to maximize the use of fiyash in precast
concrete used for architectural products and floor and roof urdts.

Incorporate recycled steel requirements in accordance with EPA
guidelines.
Develop method of aystemntio ~"ycle environmental evaluation
of buildings.
Develop CEGS to minimize hazardous waste leachete discharge
front landfills to ground and su~ac~ watem.
Develop guidance for evakiatlng the use of recycled materials in
geosynthetl¢ In the subject documents.

Develop method to evaluate feasibility af energy recovery from
landfill Off-0n’=-,=
Develop general guidance document for designing green building
con _,~_ p~ Into HTRW projects.
Allow use of waste materials In pavement construction including
agricultural, domestlo, Industrial m!nr.~l wastes.
Allow use Of petroleum and hyrocad~on Contaminated soils aa
asphalt stabilized h=_~_m_ course under pav~e~ts.
Include energy efficient systems In child care centers, vehicle
maintenance shops, aircraft hangars, etc.
Add water saving plumbing fixtures.

Develop guidance for examining concrete fines fur recycling
attdbntes and crlteda for developing concrete admixtures using
recycled ~,.~,,~,,,;.e fines.
Incorporate Green Matedal Into roofing systems.

Incorporate energy efficient HVAC controls.

Project Management Support

Establish cdteda for design and construction of photovoltalo power
! systems for Corps of Ehglneer projects.
Present mcyding options and polluUon prevention oppodunRies
available for materials/wastes recovered from HTRW site
mmedlatlons,
Include new/innovative air pollution control systems effective in
reducing toxic and NOx emissions, reducing reactive organic
compounds, and other Greenhouse gases to promote clean sir and
~mtect the ozone..

C-3Green Building Criteria Update Program (GBCUP)
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i,m. PUD Pub
No. Type Number
85 TM 5-815-t

57 CEGS 15895

58 CEGS 15995

59 TM 5-8tO-t

60 El New

61 CEGS New

62 - -

63 CEG5 15400

64 CEGS 02530

65 CEGS 07240

66 CEGS 073tl

67 CEG$ 08120

68 CEGS 08520

Appendix C--Description of Work

Title

Po::~on C~.i, vl 8y.;..,,.s for ~,:’,~r: and
Inolnemtors

HQUSACE
Proponent
D. GenUI

, ..~v..=,.,., ;;~.;, Pump ,Slo~.,,m , D. GenUI

Nr $upp;j, D.’~;,;,.tion, Vent",it~, and T.C.~,v,i
Exhaust Systems

, Floor ~.~;--;;~ ..,..,,g SyD.:,,: ’ T. Go~Gv.

R~i~rved for Future

GoMon

R. Nevldl

Description of Work

Include new/Innovative air poiluUon control systems effective In
reducing toxic and NOx emissions, reducing reactive organic
compounds, end other Greenhouse gases to promote clean air and

’ p,v;mJ, the OZ~,~6.
CEGS to Include most feasible; tochnologicMly-advanced end life
cycle cost effedive geothermal heat pump systems for Corps

, ~s...~lli reduce Greenhouse gas emfssinas end save non-
Update CEG$ with new eflk:lencles for fan coil unit electdc motors

¯ and Incoq:)orate valence heating and c,,~;;,~.
Revise CEGS to require that HVAC systems are Installed end

¯ operated In an energy efficient manner.
Incorporate commercially available desiccant cooling systems
which provide dehunddlflcatlon and cooling with minimal energy
usage, thermal storage systems which use less energy during
peak energy demand periods, new energy eflic~ mInimums for
central water chilling equipment, and updated procedures for

Oevelope El on floor radiant heating systems for use In faollitles
having very high ceilings such as aviaUon hangers. For this type of

. he~sff_.ng FRH is the moll energy efficient, raiiabia end life cycle
Develop new CEGS to ensure consistency In water treatment for
me .ch.anlcal.syat.m. such as boilers, chillers end cooling towers to

’ enema eff,~.~,-,L heat :.~-s’,~.
Future Activities

Evaluate and revise CEGS to Incorporate plastic (PVC) piping that
contains recycled waste plastic materials.
Revise CEGS to Include environmentally preferable products
eppliceble to playing surfaces for outdoor spods In compliance with
Executive Order 12873.
Revise CEGS to Include environmentally pmforable products
applicable to extedor isulaUon and finish systems In compliance
wtth Executive Order 12873.

’Pl~ylng Surfaces for O~,;d,~.~r S~oi;s ; a,~;;~es

~ie~;ur insub, Goi-Land Finish Sy;-;.,,.,.~

D. Ottemuss
202-761-862t
D. Moeiler
202-761-8814

Roo;;,ig. Stdp Shingles J. Hooghouse
202-761-106g

Aluminum Doors and F;~i.e= S. SwoffonJ
202-761-0441

Al~,.;;,.um V~,~,.,.,,"

Revise CEGS to Include environmentally preferable products
applicebte to sfdp shingle roofing In compliance with Executive
Order 12873.
Revise CEGS lo Include environmentally proforable products
applicable to aluminum doors and frames in compliance with
Executive Order 12873.
Revise CEGS to Include environmentally preferable products
applicable to aluminum windows in compliance with Executive
Order 12873.

Green Building Criteria Update Program (GBCUP) 

!
/

C-4



Item I.’U I)
No. Type
69 CEGS

70 CEGS’

71 CEGS’~

72 CEGS

73 MIL-
HDBK

Pub
Number
09310

10160

12390

02556 old
02740 new
New

Appendix C--L,

Toilet Padltions

Cabinets end CoLii~,,~lup=

Hot Mix A~,;-,,;lt forAirflelds

Ind~sb~m; Wastewater Pretr~ab~em

;ription of Work

HQUSACE ....
Proponent
A. Ghosh

¯ S. Swu;~urd

S. S~,(,;Turd

G. Hughes

F. Eubank

Description of Work

ETL 1110-3-491
30 Jun 98

=eppP, cable to cabinets and countedops In compliance wflh
Executive Order 12873.

Revise CEGS to Include environmentally preferable products
applicable to carsmfo tile In compliance with Executive Order
12873.
Revise CEGS to include envlronmentefly preferable products
applicable to toilet padltlons In cumpflance with Executive Order
12873.
Revise CEGS to Include environmentally preferable products

i Incorporate recycled asphalt Inio existing specification.

i Provide technical guldanco for controlling the discharge of
; nondomestlc. Industrial type wastewater to sanitary sewer systems
for compliance with municipal end Federal pretraatment

’ mqulm~,,~.

¯ Green Building Criteria Update Program (GBCUP)
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+-- AIR FORCE MATERIALS

1. USAF Environmentally Responsible Facilities Guide, Jun 98. Provides easy-to-follow
procedures and strategies for implementing sustainable development design and construction of
Air Force projects. Guide also provides det~+led resource lists by subject matter. Available on
Web at the AFCEE Home Page: http:/lwww.afcee.brooks.af.mil/green/greenfo~u.htm, then
Resources.

2. Sustainable Development Toolbox. Provides access to a h’brary of tools (e.g., handbooks,
guides, training soi~are) related to the sustainable development process. Serves as an expanded
version of the Resource List from the USAF Environmentally Respons~le FacS.liries Guide,
including a brief deseriprion of each resource and l~nk~ to available Web sites. Available for
domal,q with rnll or .gov extensions on the Web at the AFCEE Home Page:
littp’.//www.afcee.brooks.af rnil/green/greenfoJ m:btm~ then Resources.

3. Engineering Technical Letter’(ETL) 94-4, Energy Use Criteria for Facilities in the Military
Construction Program, 19 Aug 94. Establishes standards and minimum criteria to ensure energy
conserving desi~ are developed for new conni~action, additions, and major renovation/repair
projects for facilities on m~lltary installations.’Avallable from the National ln~tute of Bufldlng
Sciences (NIBS) Construction Criteria Base (CCB) in CD-ROM or on the Web for 
subscribers at http’J/www.ccb.org.

4. ETL 94-7, EPA Guideline Items in Construction and Other Civil Engineering Specifications,
14 Dee 94. Explain.~ what "Guideline Itans" entail and what considerations designers/contractors
should t~ke due to EPA affirmative p~oeurement (buying recycled materials) requirements.
Available on CCB - see note above. Th~ ETL will be replaced by ETL 99-7; sRrne rifle, with;n
approximately two mo~th.~.

5. ETL 95-4, Mand_,rtory Energy~Water Performance Standards for Replaced or Modified
Equipment, 31 Oct 95. Provides mandatory standards designed to achieve maximum practicable
improvements in energy efficiency, cost effeeriveness, and water conservation. Available on
CCB - see note above.

6. USAF Guide to Buying Recycled: The Air Force A2~rmative Procurement Program, Jan 97.
Provides Air Force inst~llarions with a read map to assist compliance with Federal government
affirmative pm~ent requirements. Guide ide~tlfies recycled products, availability of
established substitutes, and purchase requirements. Available on the Web at the AFCEE Home
Page: http’./Avww.afeee.brooks.af~mfl/EQ/ap-guide.btm

7. USAF Design Guide for Military Family Housing Energy Efficient Revitalization and New
Construction, July 1996. Thi.~ guide is intended for use by arehiteet-en~neering fu.,~ contracted
by the Air Force to develop the design and specification of M~lltary Family Housing
revitalization and new con~la action projects. The guide includes step-by-step procedures for
analyzing and selecting energy conservation measures, detailed diagnostic in~ection procedures,
and selected specifications for material and equipment installation. Available on the Web for



CCB subscn’b=rs at http://www.ccb.org. Select Energy Ubrary, that choose Teeh~cal from the
Organization list.

8. Retrofit Guide/or Military Family Housing: Energy F.fi~cient Weatherization and
Improvements, Jan 97. Tiffs guide is a resource to help in cadlafion-level Housing and Energy
Pro~=m Managers implement an energy retrofit pro~=m for housing units that are not scheduled
for revitalization within the next tell yeats. The guide also desen’bes ways to adjust maintenance
progr~m~ to improve energy and water efficiency. Available on the Web for CCB subsen~oers at
htt’p’.//wwvc.ccb.org. Select Energy h’brary, then choose TeehnJcal from the Org.zn~7~t~on list.

9; Energy Efficient Design G-uide/Cheekli~ 20 Jul 98. Guide serves as a reference and provides
a cheek list regarding cohapliance with 10 Code of Fedea-al Regulations (CFR) 435, Performance
Sta~.nis for New Commercial & Multifamily High-Rise Residential. The 1992 Energy Policy
Act (Public Law 108-482) requires mand,tnry compliance for Federal buildings. Document
provides guidance and cheek list for design of building envelop and H’VAC, lighting, heating,
-and other energy-related building systems. Available fium AFCESA/CESM, (850) 283-6168 
DSN 523-6168. Kevised document will be available in Dee 99 on CCB - see note above.


